Development of a solar/LED lighting system for a plant tissue culture room

Phát triển hệ thống chiếu sáng kết hợp ánh sáng mặt trời và đèn LED cho phòng nuôi cây mô thực vật

VU, Thi Nghiem¹; TRAN, Quoc Tien¹; TONG, Quang Cong¹; NGUYEN, Manh Hieu¹; KIEU, Ngoc Minh¹; VU, Ngoc Hai²; VU, Hoang³; SEOYONG, Shin³

1 Institute of materials sciences (IMS), VAST, 18 Hoang Quoc Viet, Cau Giay, Hanoi, Vietnam; ²Faculty of Electrical and Electronics Engineering and Phenikaa Institute for Advanced Study, Phenikaa University, Yen Nghia, Ha-Dong District, Hanoi 12116, Vietnam; ³Department of Information and Communication Engineering, Myongji University, 116 Myongji-ro, Cheoin-gu, Yongin, Gyeonggi-do 17058, Korea

As the green energy, sunlight provides a friendly-environment and reduces electricity used for lighting. Our target is to enhance the use of natural energy and minimize the consumption of electricity for improving indoor environments. For this reason, a hybrid lighting system, combining sunlight with LEDs for plant tissue culture, are presented. The optical fiber daylighting system consists of three main parts: concentration, collimation beam, and transportation. The collimation part consists of optical filters and collimator lenses; the optical filters are used to reflect the ultraviolet (UV) and near infrared (NIR) regions, therefore, only the visible range of the solar light can be transmitted. The transportation part is a large-core optical fiber bundle. To increase the coupling efficiency, the collimator lens is used to expand and to collimate the focused light beam. The collimated light beam is then transported by the optical fiber bundle into a plant tissue culture room. In order to keep the plant tissue culture room at a constant illumination, a lighting control system based on LEDs is used to compensate variations of the natural light. In this paper, a prototype of optical fiber daylighting system and our proposed application will be presented.

1. Introduction

Light plays an important role in the growth and development of in vitro culture plants. It is an energy source for photosynthesis and physiological processes to produce secondary metabolites. Among numerous factors such as medium composition, gas exchange in the culture vessel, ambient temperature and explant characteristics, light is one of the most important parameters for successful in vitro plant production.

**Keywords:** daylighting system; LEDs; plant tissue culture

Besides photosynthesis, light in both quantity and quality, is involved in several processes of plant development such as photomorphogenesis and photoperiodism [1, 2, 11]. Due to the importance of light for plant growth, plant tissue culture laboratories normally use a big amount of electrical consumption for artificial light. Artificial lighting generates heat that has to be dissipated by cooling and air conditioning further adding to the electrical load. Recently, LED technology has developed rapidly, with LED lights for plant growth in a controlled environment emerging as a
useful technology to increase productivity for commercial applications. The most important advantages of LEDs over conventional lighting systems (fluorescent light, halide metal, high-pressure solid or incandescent), include a low power consumption, a long lifespan and a low radiant heat directed at the plant. An overall less heat, allows LEDs to be located much closer to the plant. This close proximity provides a higher concentration of photons that leads to better photosynthetic productivity and at the same time, air-conditioning costs in the growth room are reduced. The application of LEDs in micropropagation can reduce electricity costs from 50 to 75% in comparison with conventional lighting systems [4,5].

To further reduce electricity and capital costs, as well as improving the plant quality, the alternative of using natural light as light source for micro propagation systems has developed in recent years [6,7,8,9]. A low-cost tissue culture technology was introduced in which natural lighting is replaced for artificial lighting. Replacing illumination by natural light for artificial light could bring a low-cost option in tissue culture. Moreover, in vitro cultures, at regulated temperature with air conditioners, adds to the cost but do not contribute to a specific plant quality; plants are adapting not so good in field conditions. In contrast, growth factors of plants under the natural light were better than those using artificial light. Plants are harder and sturdier under natural light and withstand transplantation better in the field.

In this paper, a hybrid lighting system for the plant tissue culture room will be introduced. Particular attention is paid to the design of an efficient optical fiber daylighting system in combination with LEDs, suitable for plant tissue culture lighting. The next section will present the proposed optical fiber daylighting system; the results of simulation and experiment of sunlight concentration, as well as thermal issues, will be discussed. Proposed applications, discussion and conclusion will be also given.

2. Design and simulation of the proposed optical fiber daylighting system

2.1 Design and components

In principle, an optical fiber daylighting system includes three main parts as shown in Fig. 1. The first part is to collect and focus sunlight into a small area by a Fresnel lens. This lens is a non-imaging optical device of small volume, lightweight, mass production with low cost and an effective increase in energy density. It can focus light on a small spot, but it does not produce a sharp image [10].

The second section consists of an UV-IR filter and a collimator lens. The UV-NIR filter is used to reflect ultraviolet (UV) and near infrared (NIR) regions, the only visible ranges that can transfer for lighting purpose. The reflection of ultraviolet and near infrared regions is to protect from damage, by ultraviolet and the overheating by infrared light, the optical fiber bundle. The collimator lens is used to collimate the focused sunlight beam before coming into optical fiber bundle to increase the coupling efficiency.

The third section is optical fiber bundles, which have an ability to transfer light for a long distance based on the total reflection principle of optical fibers. They transfer the focused sunlight beam into the interior to be illuminated. The optical fibers were made by poly-methyl methacrylate (PMMA) with a refractive index of 1.49 and a diameter of 2 mm from Huiyuan Plastic Optical Fiber Co., Ltd. (China) [12].

Figure 1. In a), Principle of an optical fiber day lighting system; b) Experimental prototype of an optical fiber day lighting system
The optical fiber bundle consists of 127 optical fibers, arranged in hexagon shape with a side length of 13 mm. In Fig 1b, a prototype of the proposed optical fiber daylighting system is given. The Fresnel lens has a focal length of 350 mm with dimensions of 5mm x 250 mm x 250 mm and a groove pitch of 1 mm. It is a commercial linear Fresnel lens made by DiYPRO Co., Ltd. (Korea) [13].

The UV-IR filter (from PIXELTEQ Co., Ltd (China)) reflects the UV and NIR regions of the solar light and transmits more than 98% of the visible range (395 nm/700 nm) [14]. It can work with stability at high operating temperatures or with varying environmental conditions. The Collimator lens was designed and fabricated by us. It has a spherical shape of 50 mm of diameter and it was made with silica materials. To define the shape, as well as the position in the optical fiber daylighting system, and to estimate the parameters, the LightTools software was used for calculations. The results are shown in next section.

To increase the efficiency of the system, a two-axis fully automatic tracking system from XIAMEN EMPERY Solar Technology. Co., Ltd (China) [14] was implemented for auto-controlling the system adjustment to follow the sun. The system consists of eight Fresnel lenses, eight UV-IR filters and eight collimator lenses with eight optical fiber bundles. It is mounted on a square steel frame with three sets of small-squares. In the center, a light sensor is mounted with 8 small-squares and 8 Fresnel lenses. The system can capture sunlight with an area of 8* 250*250 mm (~ 0.5 m²). The direct sunlight at the daytime may vary from 50,000 Lux to 100,000 Lux per square meter. Of these units, from 52 to 55 percent are infrared (above 700 nm); from 42 to 43 percent are visible (400 to 700 nm) and from 3 to 5 percent are ultraviolet (below 400 nm) [16]. It means that, the visible direct sunlight at the daytime varies from 21.250 Lux to 42.500 Lux per square meter. Thus, the system can collect from 10.625 Lux to 21.250 Lux of visible wavelengths.

2.2 Simulation and implementation of sunlight concentration and thermal issues

For a long-term operation of the optical fiber daylighting system, the sunlight concentration and heat diffusing in the focused area are the most important aspects. For this reason, the simulation was carried out to verify our theoretical predictions. The simulation provided the focused sunlight beam properties as well as the identification of lenses and their positions to be used for beam collimation. In the first model (Fig. 2a), a light source of 50,000 lux is assumed and a Fresnel lens has a focal length of 350 mm (dimensions of 5mm x 250mm x 250mm and groove pitch of 1 mm).

In the second model, besides a light source of 50,000 lux and the above-mentioned Fresnel lens, there was a UV-NIR filter and a collimator lens. Results of the light distribution on the receivers, placed at the focused area of Fresnel lens and placed after the collimator lens, are shown in Fig. 2b and 2c, respectively. It is obvious that, the distribution of light when using a UV-NIR filter and a collimator lens is significantly reduced from 8E+4 Lux to 4E+4 Lux. In order to identify the temperature of the sunlight beam before the coupling into the optical fiber bundle, an infrared thermal camera (FLIR E5: 250°C, 120 x 90 pixels, 6.9 mrad, real time) was used to capture the thermal image of the sunlight beam at the output of the collimator lens. Fig 2d and 2e show the thermal images captured at the focused area of Fresnel lens and at the output of collimator lens at mid-day on a sunny day in Hanoi (the outside temperature of 38°C). As it can be seen in the temperature profile, the highest temperature is 119.6°C in the focused area of the Fresnel lens; in contrast, the highest temperature is 56.3°C when using the UV-NIR filter and collimator lens. This temperature indicates that the optical fiber daylighting system can work properly in Hanoi during the summer season. In fact, the system was tested for the two hottest months of the year (May and June, 2020,) working well during the testing time.
2.3 Experimental measurement of lighting output

The illuminance from the sunlight was measured at different times during several days at different temperature on sunny days from May to June 2020. The site of the application was 21°01'42" latitude, 105°51'12" longitude (Institute of Materials Science, VAST). The illuminance was measured on the sunny days. The illuminance at the output of collimator lens were measured from 8:30 a.m. to 4:30 p.m. as plotted in Fig. 3. Three days in May 2020 (19th - 21st May 2020) and three days in June (21st - 23rd June 2020) were measured. In May, the temperature varied from 24°C to 31°C and the measured illuminance varied from 6,500 lm to 11,300 lm. In June, one of the hottest months in year, an illuminance of about 14,000 lm was measured.

The prototype system reached an optical estimated efficiency of approximately 65%. This efficiency includes the misalignment between the Fresnel lens, filter and...
collimator lens as well as the loss due to the sun tracking system. In the future, when the system is fabricated through a mass production process, higher optical efficiency is expected to be achieved.

3. Proposed application and discussion

Natural lighting for plant tissue culture is investigated in recent decades to reduce electricity and capital costs as well as improving the plant quality. Many types of daylighting systems have been developed with various technologies and solutions but few have been successfully commercialized. Natural lighting, such as greenhouse and light-pipe systems, has several drawbacks in controlling the temperature and in the limitations of distance.

Optical fiber daylighting systems (OFDSs) are a high efficiency performant for both temperature and distance issues. They are still high-cost systems which is a major challenge in the implementation of daylighting systems. The primary purpose of the present work was to find a low cost and highly efficient way to utilize solar energy in daylighting for plant tissue culture. In this study, we proposed a cost-effective approach to an optical fiber daylighting system by integrating several Fresnel lenses. As an initiative for a cost-effective large-scale system, eight Fresnel lenses were combined. These systems share a sun tracking system and other infrastructures. The system can capture sunlight with an area of 8*250*250 mm² (= 0.5 m²), providing from 6.500 lm to 14.000 lm for interior lighting (see in Fig 3). A typical plant tissue culture requires an average illuminance of about 1000 Lux. At the highest outdoor illuminance (12:00 a.m.), the system can illuminate 14 m². During the day, when the sunlight in the interior is less than the required value of 1000 lux, artificial light sources (LEDs) should be activated to maintain the same illuminance level.

A schematic depiction of a system is installed on the roof of the plant tissue culture room as see in Fig 4a. The experimental room has been built in the Co Nhue Bio-Experimental Station, Institute of Biotechnology, Vietnam Academy of Science and Technology. The room is built by isolated thermal panels (Polystyrene Expanded panels) and a steel frame. It has 7.5 m length, 3m width and 3m height. To be totally isolated from the outside ambient environment, the room has no window. It has controlled temperature and humidity by air condition and humidifier systems.

To uniformly distribute daylight, light distribution of sunlight and LEDs on shelves for plant tissue in the room were designed as see in Fig 4b. In future works, more OFDSs will be fabricated with the objective of implementing a complete system for whole plant tissue culture room. It will then be evaluating all aspects of the system as well as the growth of plants under daylighting conditions.

4. Conclusion

An optical fiber daylighting system is implemented to save energy, consumed by electric lighting for plant tissue culture. To explore the practical performance of the proposed system, a sample optical system is modelled and simulated using LightTools software to identify optical components. An UV-NIR filter and a collimator lens are efficiently used for collimating the sunlight beam before coupling into optical fiber bundles which are also resolved thermal issues of the system.
The experimental measurements of temperature of the collimated sunlight beam adapted well for long-term realization. An optical efficiency approximately of 65% was estimated. Based on the results, the proposed system has a significant potential for its use in plant tissue culture lighting. In future work, we will aim to develop a complete system and evaluate its implementation for a plant tissue culture room. Then, the overall evaluation of the system, as well as the growth of plants under daylighting conditions, will be given more in detail.

5. Acknowledgement

This work was funded by Ministry of Science and Technology of Vietnam under Grant Number NĐT.46.KR/18

6. References


